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A.  J—HOOKS NOT SHOWN. PROVIDE J—HOOKS ABOVE ACCESSIBLE
LAY—IN TILE CEILING AT 48" SPACINGS.
(3)CAT-6 WV TYPICAL
B. INSTALL ALL COMMUNICATION CABLES IN CABLE TRAY UNLESS
OTHERWISE NOTED.
1)CAT-6 W AND J
0 Y C. TERMINATE CAT 6 UTP CABLES PER T568A PINNING.
NO SECURITY
WIRING ON THIRD D. BOND ALL METALLICS TOGETHER TO INCLUDE CONDUIT SLEEVES.
FLOOR THIRD FLOOR FASTEN CONDUIT ENDS TO CABLE TRAY WITH MANUFACTURER'S
FITTINGS OR BOND TO TRAY WITH #6 GREEN INSULATED BONDING
CONDUCTOR. BOND DISJOINTED TRAY SECTIONS TOGETHER.
E. LABEL CABLE ENDS, FACEPLATES AND JACKS WITH PRE—APPROVED
LABELING PRODUCTS TO MATCH APPROVED LABEL SAMPLES.
F. FIRESTOP WALL AND FLOOR PENETRATIONS PER APPROVED UL
CAT—6 SYSTEMS. RETURN GYPSUM BOARD AND ACCOUSTICAL TILE
CEILING PENETRATION TO ORIGINAL FIRE RATING.
(X G. COORDINATE WITH OWNER AND PROVIDE CONNECTIVITY TO EXISTING
IP (POE :
(POE) PROVIDE BOND TO ALL INDICATED ITEMS THAT ARE PRESENT EP&SETEAMLiR',\'A\' gg'TEERM BH'LE?L'JTLGD?NQSESEOLLOWS'
CONNECTORS ARE 2-HOLE COMPRESSION TYPE i(E;(F:RE'gSERégﬁTNROMLON'T%FG'{E&NE; %L;'LD'NG 114, 50 AND 46.
3)CAT-6 H. .
. (3) YV TYPICAL VAIN GROUNDING o INSTALL SECURITY CABLES IN CONDUIT UNLESS OTHERWISE NOTED
BUSBAR AT SERVICE —! | o0
ROOM 206 ENTRANCE I 3/0.cu @ #6AWC —@ BUSBAR ON EQUIPMENT RACK
. (1)CAT=6 W W AND J 1 / B l. WORK OF DIVISIONS 26, 27 AND 28 IS SHOWN ON THIS DRAWING.
@ #6AWG —@ PRIMARY ENTRANCE PROTECTION HARDWARE
@ #6AWG —@ EQUIPMENT GROUNDS — ACCESS CONTROL AND INTRUSION DETECTION PANELS
@ — #6AWG —@ BUILDING STEEL
e T #6AWG —@ CABLE TRAY FOR COMMUNICATION CABLES
®®——— /6AWG —@ COMMUNICATIONS POWER PANELBOARD
@—— #6AWG —® COMMUNICATIONS CABLE SHIELDS
@ /6AWG —@ METAL CONDUIT ENDS
REFER TO SECOND FLOOR PLAN FOR LOCATIONS AND QUANITITIES
SECOND FLOOR
BASEMENT TELECOMMUNICATIONS ROOM
— (1) CAT-6
(1) CAT-6 CEILING
X Y
[ JEn \_TELECOMMUNICATION GROUNDING SCHEMATIC
NTS @ SHEET NOTES:
RECEPTION T (3)CAT-6 W TYPICAL 1. NETWORK EQUIPMENT PROVIDED BY ONWER.
ROOM 106
2y Oz 2. PROVIDE CONNECTIVITY AS REQUIRED TO ENABLE REMOTE
T (1)CAT-6 W W AND J MONITORING PER GENERAL NOTE G ON THIS SHEET.
REFER TO FIRST FLOOR PLAN FOR LOCATIONS AND QUANITITIES FIRST FLOOR
— CAT-6
— CAT-6
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T0 IP (POE) — '
BLDG ~e——SM EAEL () 2500 — 2'—0" _MIN
67 X ——F0 72—\ T [610mm]
PATCH INTRUSION R ! (3)CAT-6 VU TYPICAL 1 1/2° TYP
PANEL DETECTION BLDG67 , 1)CAT-6 W AND J 38mm
PANEL . (1) \'4 [38mm]
ey ' TELECOM_ROOM 1 1 2 1
—] PoE P/® s BASEMENT [25mm] 25mm] {Bimml] ] [25mm]
LSWITCH, -
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TELECOMMUNICATION ROOM TELECOM GO7 3/8" DIA. HOLE TYP/ 1/4" DIA. HOLE TY% £ /4 DIA.
OF (6) OF (8) MOUNTING HOLES
TYP. OF (4)
3" DEEP FIBERGLASS 1/4" THICK CU
REFER TO GROUND FLOOR PLAN FOR LOCATIONS AND QUANITITIES CHANNEL SAME LENGTH BUSS
AS CU BUSS
1/2" NUT
/
SECURITY SCHEMATIC A}L 1/Z'DA x2'L. BOLT
1 TELECOMMUNICATION CABLE SCHEMATIC _ g TYP. OF (2)
NTS 4 £
NTS 2ol €
o
% §1 /2" LOCK WASHER
\1 /2" STANDARD WASHER
STEEL EXPANSION 1/2" FENDER WASHERS (EACH SIDE)
Camera ID Type Make |Model Product # Height (Mount Telecom Room |Reconder |[NVR Port|Media Power Record Rate|Record Time |Viewing Notes ANCHOR
CAM1 \Vandal Resistant 76" [Comer |GO7 NV R-1 1 Cat-6 POE 15fps |24 hours Telecom Room 1.3 MP, Indoor, Day/Night, Day/Night Lens SECTION
CAM2 Fixed Dome 9 Ceiling G07 NV R-1 2 Cat-6 POE 15fps |24 hours Vestubule 100 1.3 MP, Indoor, Day/Night, Day/Night Lens, Wide Dynamic Range
CAM3 Fixed Dome 9 Ceiling |GO7 NV R-1 3 Cat-6 POE 15fps |24 hours Senice Counter 106 1.3 MP, Indoor, Day/Night, Day/Night Lens GENERAL NOTES
CAM4 Fixed Dome 9 |[Ceiling |GO7 NV R-1 4 |Cat-6 POE 15fps |24 hours Senice Counter 206 |1.3 MP, Indoor, Day/Night, Day/Night Lens 1.~ ALL HARDWARE SHOWN SHALL BE STAINLESS STEEL.
2. PROVIDE 1 MOUNTING POINT PER 12" OF BAR LENGTH.
3. HOLES MAY BE ADDED IF REQUIRED.
4. TGB — 1'=0" MIN.
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